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ANODE BAG REQUIREMENTS

Gas Piping Size

Anode Size V2" to %" 1"to 1 12" 2" 3" 4’
31lb. Anode 45 ft,

51b. Anode 74 ft. 42 ft. 34 ft. 23 ft.

91b. Anode 76 ft. 61 ft. 41 ft. 32 ft.
17 Ib. Anode 115 ft. 78 ft. 60 ft.

Ground clamp to be 6" above grade and only listed ground clamp is fo be L

1Ised.
4"’”7

T
ﬂ 18" minimum ground cover required
— per CPC when listed plastic gas pipe
Is used (min. 127 for all metal pipe). - JFT
|
4FT.
Anode bags are required only when metal pipe is used underground. When
listed plastic gas piping is used with anodeless type risers no anode

bags will be required.
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